f Spill Prevention Control- and Countermeasure Inspectlon
Findings, Alleged Violations, and Proposed Penalty Form

(Note: Do not use 'this form if there is no secondary containment)

These Fmdmgs Alleged Violations and Penalties are issued by EPA Region 6 under the authority vested in the Administrator of EPA by

Section 311(b)}(6)(B !gl) of the Clean Water Act, as amended by the Oil Pollution Act of 1990.

-Company Name Docket Number: » »
| Chaparral Energy CWA0620154304 : | RS
Facility Name , Date : ' | * n *
SBU (B)R & S Tank Battery o 10/22/2014 ‘ é’ y %
~ Address ' Inspection Number 5 <
| 701 Cedar Lake Bivd. FY-INSP-SPCC-OK-2015-00009 &
~City: _ Inspectors Name: '
Oklahoma City . | - ’ | Tom McKay
State: Zip Code: \ EPA Approving Official:.
OK 73114-7806 - Donald P. Smith
Contact: A » Enforcement Contacts:
Mr. Shawn Wiley (405) 429-4329 Misty Ward (214)665-6418

Summary of Findings
(Onshore Oil Production Facilities)

GENERAL TOPICS: 112.3(a),(d),(e); 112.5(a), (b), (c); 112.7.(a); ®), (), (d)

(When the SPCC Plan review penalty exceeds $1,500.00 enter only the maximum allowable of $1,500.00.) -

' SPCCInsp#: FY-INSP-

[ ] No Spill Prevention Control a:nd Cquntenhégsure Plan; 1 123 ..................... reerenraes e $1,500.00
[:I P_lan not certiﬁed by a professional engineer- .”2?3(‘1) ................... R S st 450.00
, D Certification lé.cks one or more requiféd elements- 7 12.3(d)(1) ...... veeeearneensenieen ..... DR / 100.00
. [ No management approval of plan- 112.7......o.oooo.. e 450.00
D Plan not maintained on site (if facility i; manned at»least 4 hrs/day) or not available for review- 112;._?(e)(1 ) vereenns 300.00
' D No evidence of five-year review of‘plan by owner/operator- 1125(b) ................... .................. 75.00
D | No plan amendment(s) if the facility has had a change in: design, constructlon, operatlon ‘ = |
: or mamtenance which affects the facility’s dxscharge potentxal- 112.5@a).......... resnesnsnsnesnnetessnssennesssnsaneneneseesesioseanes 19,00
1 Amendment(s) not certified by a professnonal engineer- 712.5(C).c.cevverurereienresanans erereresteresaesraenenens ;. ..... — 150.00
| /| 9490172
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DDDDDDDDDDDDD
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SPCC Insp.#: FY-INSP-

350.00

E i .Plan does not follow sequence of the rule and/or cross-reference noi providedq— T12.7 o e, 150.00
Plan does not discuss additionai procedures/methods/equipment not yet fully operational- /712.7....c..c..coououvuen..... 75.00
Plan does not discuss altemative environmental protection to SPCC requirements- /12.7(a)(2)........ ......... 200.00
Plan has inadequate or no facility diagram- /12. 7(a)(3) ................... .............. 75.00
Inadequate or no listing of type of oil and storage capacity layout of containers- 112.7(@)(3) (i) evrrerrrerssransensenerennnnns 50.00
.Inadequate or no discharge prevention measures- /2. 2(@)3)(ii)............... et e e e e e e 50.00
Inadequate or no description of drainage controls- I 12 7(a)(3)(m) e e e e aeaer e aaa , 50.00
Inadequate or no description of countermeasunes for discharge discovery, response and cleanup- 712. 7@GB)@) ... SO.i)O
Recovered materials not disposed of in accordance with legal requircments- 112. 7(a)(3)(v)..;...- ...... erereesereeeaeestrnans 50.00
No contact llSt & phone numbers for response & reportmg discharges- 112 7(@@B)(vi) ..ccovuaenennn. ............ ...50.00
Plan has inadequate or no information and procedures for reporting a discharge- 112. 7(a)(4) ..... 100.00
Plan has inadequate or no description and procedures to use when a discharge may occur- 712. 7(a)(5) — . 150.00
Inad‘equate or no prediction of equipment failure which could result in discharges- 112. 7(b).......,-.....‘.l ................... 150.00
 Plan does not dlscuss and facility does not 1mplement appropriate contamment/dlversronary strnctures/equipment-
(including truck transfer areas) 112:7(c)..........cuvwumsirmeerissssissssissssssssssesssssisssedecs cencereteasne st asaresenas SR 400 00 -
- If claiming xmpractlcablhty of appropriate containment/diversionary structures: » |
Impracticabihty has not been clearly denoted and demonstrated i in plan- 112. 7(aD ................. S ................ 100.00
No contingency plan- 112. 7(d)(1) ....... _ ereeeeesesamamiassasssesenessessssrens 150.00
No written commitrnent of manpower, eqilipmcnt, and materials- 112.7(A)(2) .......cccoecuvvnnuns SR, ...... 150.00
No periodic integrity and leak testing if impracticability is claimed - 112, 7(d)... | o 150. OO o
-Plan has no or madcquate discussmn of genera] requlrements not already specrﬁed H2.7(a)(]) auiveennnannaninn IS, 00'
QUALIFIED FACILITY REQUIREMENTS: 112.6 |
D Qualified Facility: No Selfcertiﬁcation— 112.6(a)......... oot con et enn a2 R 450.00
D Quaiiﬁed Facility: Self certification lacks required ElEMENLS~ 772.6(@) s ers e oo oot eee e et eee e e oo 100.00
~ i:l Qualiﬁed Facility: Technical amendments not certified- H2.6(8) covovvniieninnetcn s 150.00
D Qualified Facility: Un-allowed deviations from requirements- 112.6(c)... et e e e e 100.00
D . ,

Qualified Facility: Environmental Equivalence or Impracticability not certified by PE- 112, 6@
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WRITTEN PROCEDURES AND INS?ECTION'RECORDS 112.7(e)

DDDDDDDD

D | bThe Plan does not include in'spections and test procedures in accOrdance with 40 CFR Part 112 - /72.7¢e) ............ 75. OO
D ~ Inspections and tests requlred by 40 CFR Part 112 are not in accordance with written ,
procedures developed for the facility- 712.7(e).......ccovecvvveeucnnnne, T e 75.00
D g No Inspection records were available for review - 112. 7(e) SO SO SOOI 200.00
: _' Written procedures and/or a record of mspectlons and/or customary busmess records:
‘ [:’ Are not signed by approprlate supervrsor Or InSPector- [12.7(€).....c.evvvencvrrnnneeenns ................... [T ' SRR 75.00
: D Are not maintained for three years- 112.7(&) ............coesveene eeeeeeeeeeenennnnnen V ...... e ereeetenreennannas 7-5.00
PERSONN EL TRAINING AND DISCHARGE PREVENTION PROCEDURES 112.7(f)
No training on the operation and maintenance of equipme'nt to prevent discharges- 112.7(0(1) ....... -75.00
‘No trammg on discharge procedure protocols- 112. 70)(1) .......... ........... reressenssanserend ..75.00
No trammg on the applicable pollutxon control laws, rules, and regulatlons- 112. 1)) 75.00
Trammg records not maintained for three years- 112.7() . e ;...; ....... — ............ 75.00
No trammg on the contents of the SPCC Plan- 112. V{1114 ) T | redenens ...... ............. 75.00-
No designated person accountable for spill preventron— 12.7()(2) «vcvveee. ........... s s 75.00
- Spill prevention briefings are e not scheduled and conducted perrodrcally- 112 7(0(3) ................................ e 75.00
Plan has madequate or no dlscussron of personnel and spill preventlon procedures— 112, 70) .................. 75.00
FACILITY TANK CAR AND TANK TRUCK LOADING/UNLOADING 112. 7(c) and/or (h-j) |
Inadequate containment for Loading Area (not eonsrstent with'1 12 7(c)) 112. 7(c)........;....;: ....................... 400.00
Inadequate secondary containment, and/or rack drainage does not ﬂow to . | .
catchment basin, treatment system, or quick dramage system- 112. N1 ) R ST 750.00
.Contamment system does not hold at least the maximum capacxty of . |
the largest single compartment ofany tank car or tank truck- //2. 7(h)(1) Seminaascanassassasssseisasasasaatis noasinsanaas eeeerenenne 450.00

There are no mterlocked warning lights, or physwal barrler system, or warning signs, or vehlcle brake
interlock system to prevent vehicular departure before complete disconnect from transfer lines- 112.7(h)(2). ....... 300.00

There is no inspection of lowermost drains and all outlets prior to ﬂllmg and departure _
of any tank car or tank truck- 772. 7(h)(3) ................................ crtererenniarereanes - R 150.00

oooo oo

Plan has inadequate or no drscussron of faclllty tank car and tank truck loadmg/unloadmg rack -112.7().u.uuuuic... 75.00‘
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| QUALIFIED OIL OPERATIONAL EQUIPMENT 112.7(k)

O

DDD D D"DA

FFailure to establish and document procedures for inspections or a monitoring program to deiect equipment failure d/or

a discharge- 112.7(k)(2)(i)... 150.00

DDDDD OO a

l___l Failure to provide an oil spill contmgency plan— 112.7(K)(2)(i)(A)... 150.00
D No written commitment of manpower equrpment, and matenals- 112 7(/:)(2)(11)(B) .. 150.00
OIL PRODUCTION FAC'ILITY DRAINAGE 112.9(b)

Drains for the secondary containment systems at tank batteries and separatron and central treating areas » _
are not closed and sealed at all times.except when uncontaminated rainwater is being dramed- 112.9®)(1) .......... 600.00
Prior to drainage of drked areas, rainwater is not inspected, valves opened and resealed under - S
responsible supervision and records kept of such events- 1129(b)(1) ....................... 450.00
Accumulated oil on the ramwater is not removed and returned to storage or drsposed of .. . :
_in accordance with legally approved Methods- 12.9(B)(1) cummiivrmmnsessssrsssisssecssssessecasiassssimsessesiness JOT 300.00
Field drainage system (drainage ditches and road ditches), oil traps, sumps and/or skimmers are not _
regularly mspected and/or orl is not promptly removed- 112.9(B)(2) ....covcvunvvnnmruinisanmnnisesssannnes S 300.00
Inadequate or no records mamtamed for dramage eVeNtS- J12.7 couuererriennirinenceans rererershertere s st .....75.00-
‘Plan has inadequate or no dlscussron or procedures for facility dramages- 112.7(a)(1) ................. 775.00
OIL PRODUCTION FACILITY BULK STORAGE CONTAINERS 112.9(c)
Plan has madequate or no rrsk analysis and/or evaluatron of field-constructed aboveground
tanks for brittle fracture- T (] ORI ORE eieensaseessesneeareraeionsssaseasasensertsasns eerneeineans ceerereneraens 75.00
Failure to conduct evaluation of ﬂeld-constructed aboveground tanks for brittle fracture- 112 7). oouen..e... 300.00
~ Container material and constructlon are not compatrble thh the oil stored and the 4 ‘ :
.conditions of storage-/12. 1) SISO 450.00
SIZC of secondary contamment appears to be 1nadequate for contamers and treating facﬂltles- 112.9(0)(2)............ 750.00
Excessrve vegetatlon which affects the mtegrlty of the contamment— 112, 9(c)(2) ............ ............ - SR — 150.00
Walls of contamment system are slrghtly eroded or have low areas- 172.9(c)(2) ...... venrennans reressserasressssasssassemaseennns 300,00
: Secondary containment materials are not sufficiently i 1mperv10us to contain oil- / 12 9)2) .. .............. 375.00
Visual inspections of containers, foundatlon and supports are not conducted perrodlcally
for deterioration and mamtenance needs- 112. 9(c)(3) ........... S rerereeeaes 450.00
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Bank battery instzilations are not in accordance with good enaineerinﬂ ractice because ’
{ 5 5 o
-

none of the following are present- 112.9(c)(4)

(1) Adequate tank capacity to prevent tank overfill- 1/2.9¢c)(4)(i), or

(2) Overflow equalizing lines between the tanks- 7/2.9(c)(4)(ii), or

(3)- Vacuum protection to prevent tank collapse- 112.9(c)(4)(ii), or _
(4) High level alarms to generate and transmit an alarm signal where facilities are part ofa

computer control system- /12.9(c)(4)(iv).

Plan has inadequate or no discussion of bulk storage tanks- 712.7(@)(1) ...c.coeeueuuceee revvreeeeerseernernes S —— -

FACILITY TRANSFER OPERATIONS, OIL PRODUCTION FACILITY 112.9(D)

DU-‘ -

Above ground valves and pipelines are not examined periodically on a scheduled basns for
general condition (includes items, such as: flange joints, valve glands 2" bodies, drip pans,
pipeline supports, bleeder and gauge valves, polish rods/stuffing box.)- J12.9(@)(1) .......coomvvvvervnnermimnriiniinnene.

Brine and saltwater disposal facilities are e not examined often- 112.9(d)(2) .....covvvrenunn. eeeeeranans evrsrmmea s

Inadequate or no flowline maintenance program (mcludes examlnatlon, corrosion protectlon,
flowline replacement)— T12.9(@)(3) ovvvvinnnionrennmsssssssinnssssssisnssi s sssssssssssssesss ettt eesaana,

...........................................................

Plan has madequa_te or no discussion of ¢il production facilities- 112.7(a)(1)

n

SPCC Insp.#: FY-INSP-

Plan does not include a signed copy of the Certification of the Apphcablhty of the Substantial Harm Criteria per 40
150.00

C R PAIt- J12.20(€) .ooeevereeeeeeeeeeeeeerseseessseemsssseessssmsssssssssionsessasessassssnsssssssssssesses S SO
(Do not use this if FRP subject, go to traditional enforcement) . C

TOTAL $900.00
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Docket No. CWA-06-2015-4304

CERTIFICATE OF SERVICE

- . | certify that the orlglnal and one copy of the foregoing “Consent Agreementand
Final Order " issued pursuant to 40 C.F.R. 22.13(b), was filed on _/ —/ Y 2015, with
the Regional Hearing Clerk, U.S. EPA Region 6, 1445 Ross Avenue, Dallas, TX 75202-
2733; and that on the same date a copy of the same was sent to the following, in the -

manner specified below:

NAME: Shawn Wiley
ADDRESS 701 Cedar Lake Bivd. .
Oklahoma Clty, OK 73114-7806

Frankie Markham _
OPA Enforcement Administrative Assistant .




